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Attention: Michael Grehl, Vice President — Real Estate

Subject: Water Study for the Ocean Kamp Project in the City of Oceanside

Introduction

The Ocean Kamp Project is located in the northern portion of the City of Oceanside. It is
generally situated east of US Interstate 5 and west of El Camino Real. Specifically, it is
bound by open space to the north, Mission Avenue and Highway 76 to the south, existing
development on Fireside Street to the east, and Foussat Road and the San Luis Rey River to
the west. See Figure 1 for the location of the project. Historically, the site has functioned as
a drive-in movie theater and was until May of 2019 a meeting location for a weekly swap

meet.

Additional features to note in proximity to the project are the City of Oceanside’s reverse
osmosis plant to the north and the two utility easements traversing the project. The larger
of the two easements, in the eastern portion of the property, contains City of Oceanside water
and sewer lines as well as San Diego Gas and Electric transmission lines. The easement in
the western portion of the property is a prior extension of Foussat Road (referred to as Old

Foussat Road) and contains City water and sewer pipelines.
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Ocean Kamp Development Plan

The Ocean Kamp project proposes to construct a combination of resort and residential
development. The central portion of the project consists of a 300-room hotel, a wave pool and
associated amenities, and 126,000 square feet of commercial space. The residential

component will include 700 multi-family residential dwelling units.

The project site is divided by the north-south SDG&E utility corridor within which are
overhead power lines. The City of Oceanside has water, sewer, and recycled water utilities
buried within this joint use easement. The west side of the project contains all the wave park
facilities including the hotel and commercial/retail space and an estimated 400 residential
dwelling units. The east side of the SDG&E corridor is planned to be developed with

approximately 300 residential dwelling units.

Water service to the project, which includes domestic and fire protection, shall be provided
by a combination of public and private water systems. Public water distribution mains onsite
will connect to the City of Oceanside’s public water system piping in Mission Avenue and
Foussat Road.

There are three existing water mains located in the Old Foussat Road alignment extending
north-south on the western portion of the property. The existing 24- and 30-inch water mains
will be relocated into Foussat Road and connected to the existing pipes at the north and south
ends. The existing 12-inch water main will be relocated into Loop Road North, along the
eastern frontage of the project, and connected to the existing pipes at the north and sound

ends.

A private fire protection system will be included within the onsite development to provide
service to onsite fire hydrants located in and among the commercial buildings on the project.
This private fire protection system will connect to the City public water system piping at two

locations. Each location will include a backflow preventer.

The Ocean Kamp project proposes to construct public water lines in the streets accessing the

multi-family areas to provide domestic and fire protection service to these residential lots.
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Purpose for the Water Study

The purpose of this letter report is to present the results of a hydraulic analysis of the
proposed onsite public and private water systems which will provide domestic and fire
protection service to the Ocean Kamp project. The hydraulic analysis is the basis for the
recommended pipe sizes for both the public and private water lines within the development

project.

A second purpose is to identify the existing water utilities within the project site and outline
where they will be relocated. The pipeline relocation is proposed to be accomplished in the
early phase of the development project in order that the necessary grading for the project can

be accomplished.

The irrigation system for the Ocean Kamp project will be supplied by a separate meter from
the domestic water system, and therefore has not been included in this analysis. The design
of fire-sprinkler systems for the onsite buildings is premature at this time and therefore has

not been included within the hydraulic analysis.

Water System Design Criteria

The Ocean Kamp project’s water system has been designed in accordance with the City of
Oceanside’s Water, Sewer, and Reclaimed Water Design and Construction Manual, August
2005 edition and August 2017 revisions. Relevant excerpts from this design guide are

provided in Appendix A.

Water Demand. The average daily domestic water demand for the project is based on the

design guide. Maximum day demand and peak hour demand are based on the average day
demand multiplied by peak factors of 2 and 3, respectively. Irrigation demand will be

supplied to the project through a separate meter and is not incorporated into this analysis.
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Pressure Criteria. A minimum residual pressure of 35 psi (pounds per square inch) must

be maintained during a peak hour demand scenario and 20 psi during the maximum day

demand plus fire flow scenario.

Water Mains. Water mains are required to have a minimum diameter of 8 inches. Pipeline

velocity must not exceed 7.5 fps (feet per second) during maximum flow conditions. Under
fire flow conditions, new mains shall not exceed 15 fps. Existing mains smaller than 12-inch

shall not exceed 15 fps and 12-inch and larger existing mains shall not exceed 10 fps.
Fire Flows. Fire hydrant flow requirements vary by the type of land use. As specified in

the City’s design manual, the fire flow requirement is 4,000 gpm (gallons per minute) for

commercial areas and 3,000 gpm for multi-family residential areas.

Project Water Demands

Domestic demands for the Ocean Kamp project were determined based on the above
discussed design criteria. Table 1 details the calculated demands for the project. Since the
proposed wave pool is an uncharacteristic land use in the City of Oceanside, a conservative

estimate is included in the water demands for this facility.

The basis for the water use for the wave pool has two components. First is evaporation, and
second is water waste from backwashing the filters. Evaporation is estimated to be 10,000
gpd based on a pool area of 3.1 acres and an average evaporation rate of 40 inches per year.
The backwash waste i1s estimated to be 15,000 gpd.

As the design of the Ocean Kamp development proceeds, the water use for the wave pool will

be better defined so that the domestic water meter for that facility can be properly sized.
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Demand

TABLE 1
OCEAN KAMP PROJECT WATER DEMANDS
. Demand Demand, Demand,
Land Use Quantity
Rate gpd gpm
Development West of SDG&E Easement
. 126,000 SF,
Commercial 1,850 gpd/ac 19,055 13.2
10.3 gross ac
Hotel 300 rooms 120 gpd/room 36,000 25.0
Wave Pool 3.1 acres 25,000 17.4
Residential 420 units 200 gpd/unit 84,000 58.3
Subtotal West
. 164,055 113.9
Side
Development East of SDG&E Easement
Residential 280 units 200 gpd/unit 56,000 38.9
Subtotal East
. 56,000 38.9
Side
Total Average
220,055 152.8
Day Demand
Total Maximum
ADD x 2 440,110 305.6
Day Demand
Total Peak Hour
ADD x 3 660,165 458.4

Existing Water System

The Ocean Kamp project is within the City of Oceanside and will receive service from the
City’s public water system. The project will be served by the City’s 320 Pressure Zone where
320 corresponds to the high-water level (in feet) within the storage reservoirs. The 320 Zone
in the vicinity of the project is supplied by two primary sources, Wire Mountain Reservoir
and John Paul Steiger (JPS) Reservoir, both with low water levels of 290 feet. The Wire

DEXTER WILSON ENGINEERING, INC.
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Mountain Reservoir is located northwest of the project on the north side of the San Luis Rey

River and the JPS Reservoir is located southeast of the project, along Rancho Del Oro Drive.

From the Wire Mountain Reservoir, a 30-inch transmission main carries water east to the
Foussat Road Bridge where it crosses the San Luis Rey River. After crossing the river, the
30-inch transmission main travels south through the Ocean Kamp project via the western
utility easement (Old Foussat Road) and connects to the 24-inch transmission main in
Mission Avenue. This 24-inch transmission main continues east along Mission Avenue and
eventually connects to the JPS Reservoir, providing customers in this area with two sources

of water supply.

From the 30-inch transmission main, an 18-inch connection is made on the north side of the
Foussat Road Bridge. This 18-inch, paralleling the 30-inch, becomes a 12-inch after crossing
the bridge and continues to parallel the larger transmission piping in Old Foussat Road into
Mission Avenue. Figure 2 shows the existing water facilities within and in the near vicinity

of the Ocean Kamp project.

The existing 18-inch water main in Mission Avenue and along the east utility corridor is
related to the ground water recovery plant to the northeast of the Ocean Kamp site. The
potable water output from the City’s ground water recovery plant is connected to the 511
Pressure Zone, not the 320 Pressure Zone. Thus, the hydraulic analyses in this report are

based on having the project supplied only by the Wire Mountain and JPS Reservoir sources.
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Relocation of Existing Water Facilities

Figure 3 shows the proposed relocation of the water pipelines which are currently located in
the Old Foussat Road alignment. This includes the existing 30-inch 320 Pressure Zone
Transmission Main, the existing 24-inch 320 Pressure Zone Transmission Main, and the

existing 12-inch 320 Pressure Zone Distribution Main.

Both the 30-inch and 24-inch Transmission Mains will be relocated into Foussat Road along
the west side of the Ocean Kamp development. The existing 12-inch distribution pipeline
will be relocated into the onsite Loop Road for the development. This loop road is a public
road (right-of-way) for certain segments and a private road for other segments. The

distinction of public and private is shown on Figure 3.

The water utilities within the SDG&E corridor will not be affected by the Ocean Kamp
development. This is primarily because of the extremely limited ability for Ocean Kamp to
perform grading or construct any improvements within the SDG&E easement. The existing
4-inch water line which provided service to the swap meet is proposed to be replaced with a
12-inch water main. The new 12-inch pipe will be extended south to the existing 12-inch
water main in Mission Avenue. The existing 4-inch connection to the existing 12-inch water

main in Mission Avenue will be replaced with a 12-inch connection.

At the extreme east end of the Ocean Kamp site are two 18-inch pipelines and a 30-inch 320
Pressure Zone Transmission Main. The two 18-inch pipelines are associated with the ground
water recovery plant. To the west of these utilities is a storm water channel. All of these

improvements are proposed to remain in place and no development is proposed in this area.

Available Water System Pressure

Water service to the project will be from the 320 Pressure Zone of the City’s public water
system. Finished floor elevations within the project range from 45 feet to 48 feet. Based on
the high-water level within this zone (320 feet), the maximum static water pressure on the

project will range from 117 psi to 119 psi.
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Pressure regulators will be required within the Ocean Kamp project for each building supply
to limit building service pressures to 80 psi for compliance with the Uniform Plumbing Code
and City of Oceanside requirements. To allow for a conservative analysis, the computer

model hydraulic calculations are based on both reservoirs being half full at 305 feet.

Proposed Onsite Water System

The Ocean Kamp project is proposing to connect to the City of Oceanside’s public water
system at four locations. Two connection points are for the west side of the development, and
two locations are to provide service to the east side development which is all multi-family

residential. See Figure 4.

West Side Development. The two locations needed for the west side development are on

the existing 12-inch 320 Pressure Zone water line at the north end and south end of the Old
Foussat Road utility corridor. The existing 12-inch distribution pipeline will be relocated
into Loop Road by constructing these two connections and building a new 12-inch water main

within the Ocean Kamp Loop Road.

Domestic water services and private fire protection services for the west side of development
will be connected to the relocated 12-inch distribution water main in Loop Road. In addition,
a secondary 12-inch loop will be connected to the 12-inch relocated distribution main in order
to provide service to the multi-family residential lots at the north end of the west side

development.

East Side Development. The third connection to the existing water system will be made

to the 12-inch distribution water main in Mission Avenue at the east end of the Ocean Kamp
project. This connection will be made with a 12-inch water line which will extend north
through the east side multi-family residential lots in a proposed public water line easement.
The proposed onsite 12-inch public water main will extend north and connect to the existing

8-inch water line in Heritage Street. This is shown in Figure 4.
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Onsite Private Water System. Private onsite water mains will consist of the private fire

protection system to provide fire hydrant flow, and the domestic building supply lines

extended from the domestic water meters.

Private Fire Protection System. For the private fire system, three connections to

the public water system for fire protection will include a double check detector backflow
preventer. The backflow assemblies will be placed in proximity to the City’s public water
line, and all piping and appurtenances downstream of the backflow will be private and the

responsibility of the Ocean Kamp project.

Domestic Water Meters and Private Supply Piping. The Ocean Kamp project

will have several domestic water meters within the project. The following domestic meters

are anticipated based on the proposed land uses and project configuration.
1. A dedicated domestic water meter for the wave pool.

2. A domestic water meter for the hotel and its associated casitas, recreation pool, spa,

and amenities.

3. Several domestic water meters will be set for the commercial area. Separate water
meters will be required by the City for restaurant uses compared with retail uses
because the water billing rates are different. Where applicable, submeters will be
installed for the commercial/retail tenants. The total number of individual water
meters will not be known until building are leased and their uses are known. The
public water system will be designed to accommodate flexibility such that future uses
can be provided with separate meters as required by the City of Oceanside Water
Utilities Department.

4, A master domestic water meter for each of the multi-family lots. The current project

design includes a total of nine (9) separate residential lots: four lots on the west side

development; and five lots on the east side development.
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Sizing of domestic water meters will be done when architectural plans are prepared for the
various project components and submitted for permit. Private building supply piping will be
located among the onsite buildings within private property; private domestic piping will not

be located in public rights-of-way.
As previously noted, pressure regulators will be required for each building supply service to

maintain building pressures below 80 psi in accordance with the California Plumbing Code;

pressure regulators prior to the City meters and private backflows will not be necessary.

Proposed Water System Sizing

To establish the appropriate pipe sizing of the onsite public water system and onsite private
fire protection water system, a computer model was developed to evaluate the water system
under various demand scenarios. The computer modeling also included portions of the
existing public system in the project vicinity which connects the Ocean Kamp onsite water

system to nearby supply reservoirs.

Model Development. The KYPIPE computer software developed by the University of

Kentucky was used to evaluate the Ocean Kamp project’s water system and the existing
system in the vicinity of the project. The program utilizes the Hazen-Williams equation for
determining head loss in pipes. The program also determines the flow and velocity in the
pipes as well as the available pressure at nodes in the water system. An assumed roughness

coefficient “C” value of 120 was used for all pipes.

Computer Modeling the 320 Pressure Zone System. As previously detailed, water to

the Ocean Kamp project will be supplied by the 320 Pressure Zone from the Wire Mountain
and JPS Reservoirs. The two water sources are modeled as fixed-grade reservoirs and are
set based on the estimated working hydraulic grade line within the supply zone in the vicinity
of the Ocean Kamp project. The supply fixed-grade sources were modeled at a hydraulic

grade line of 305 feet which is equal to setting the supply reservoirs at half full.

DEXTER WILSON ENGINEERING, INC. PAGE 14



Michael Grehl
December 21, 2020
Ocean Kamp Water Study

A portion of the existing system was included in the water system computer model. This
includes an existing 8-inch water line in Fireside Street, which serves 31 single-family
dwelling units. The Ocean Kamp project will connect to this 8-inch water line by way of
Heritage Street.

Fitting and Valve Losses. The pressure losses through pipe fittings and valves were

modeled as minor losses with their respective “k” values within the computer modeling

analysis. These “k” values are summarized in Table 2.

TABLE 2
ENERGY LOSS COEFFICIENTS
FOR PIPE FITTINGS AND VALVES

Fitting K
45 Degree Elbow 0.35
90 Degree Elbow 0.75
Standard Tee, Through 0.3
Standard Tee, Branched 0.75
Gate Valve 0.17

Fire Service Backflow Assembly Losses. The pressure losses through the fire service

double check detector assembly were modeled as a “loss element”’, which operates on a
head/flow curve based on data provided in a head/flow table. Appendix B presents a
candidate double check detector assembly. The manufacturer’s literature includes charts
which show pressure loss through the backflow preventer as a function of flow. These charts
were used to approximate the pressure losses which were reflected in the computer modeling
and show up as minor losses calculated in feet. Table 3 summarizes the input head/flow

curve.
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TABLE 3
HEAD/FLOW CURVE
FOR CANDIDATE 10” DCDA
Flow Rate, gpm Pressure Loss, psi
0 6
1,800
2,900 8
3,500 11.5

Results of Computer Modeling for the Ocean Kamp Project

Computer modeling of the proposed water system for the Ocean Kamp project was performed
to determine the pipe sizes necessary to provide adequate domestic and fire protection

service. Appendix C presents the computer modeling results of the project’s water system.

The water system was analyzed under average day demand, maximum day demand plus fire
flow, and peak hour demand. During the peak hour demand scenario, all demands were met
with residual pressures greater than the minimum 35 psi design guide requirement at all

locations.

The maximum day plus fire flow demand scenario was modeled by splitting the fire flow
between two hydrants. The fire flow demand is 4,000 gpm for commercial areas and 3,000
gpm for multi-family residential areas. Multiple scenarios under maximum day demand plus
fire flow were analyzed to ensure that all areas of the project will be properly served. During
all scenarios, all demands were met with residual pressures greater than the minimum 20
psi requirement at all locations. Table 4 summarizes the results of the analyzed water

demand scenarios.

DEXTER WILSON ENGINEERING, INC. PAGE 16



Michael Grehl
December 21, 2020
Ocean Kamp Water Study

TABLE 4
OCEAN KAMP
MAXIMUM DAY DEMAND PLUS FIRE FLOW SCENARIOS
Minimum Maximum
] Size of Water Main .
Area Nodes Residual . Velocity,
. Loop, in
Pressure, psi fps
Private Fire 35, 39 71 10 13
Protection System, 41, 43 75 10 9
4,000 gpm Fire 45, 47 81 10 11
Public Multi- 11,13 104 12 7
Famil est Side),
y (W i ) 17,19 104 12 7
3,000 gpm Fire
Public Multi-
Family (East Side), 69, 71 95 12 7
3,000 gpm Fire

The computer model analyses confirmed that the pipe sizing and layout illustrated in Figure
4 can adequately supply the Ocean Kamp project with its domestic and fire protection needs.
The proposed system includes 12-inch onsite public water system piping, and 10-inch private

fire protection system piping.

The public water system within the Ocean Kamp project is recommended to be 12-inch
diameter in all areas of the development site. The private fire protection system piping after
the backflow assemblies is recommended to be a minimum of 10-inch diameter. The fire

service backflows are sized to be 10-inch diameter.
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Recommendations and Conclusions

The following recommendations and conclusions are presented based upon the water system

analyses performed for the Ocean Kamp project.

1. Water service to the project will be provided by the 320 Pressure Zone of the City of

Oceanside’s public water system.

2. Finished floor elevations for buildings within the Ocean Kamp project range from 45

feet to 48 feet resulting in a maximum static pressure range of 117 psi to 119 psi.

3. Individual pressure regulators will be required at each building supply to limit service
pressures to 80 psi in accordance with Uniform Plumbing Code and City of Oceanside

standards.

4, The existing public water mains within the Old Foussat Road alignment through the
project site will be relocated. The 24-inch 511 Zone main and the 30-inch 320 Zone
main will be relocated into New Foussat Road to the west of the project site. The
existing 12-inch 320 Zone distribution main will be relocated into the onsite Loop Road
to the east of the existing Old Foussat Road alignment and extend south to connect to
the existing 12” 320 Zone water main in Mission Avenue. The southern portion of this

new 12-inch public water main will be within the SDG&E utility corridor.

5. The east side of the development project will construct a 12-inch water main from the
existing 12-inch water line in Mission Avenue north to the existing 8-inch water line

in Heritage Street.

6. The west side of the development project will construct a new 12-inch public water
main in Loop Road from the intersection of old Foussat Road and new Foussat Road
east and south to Mission Avenue. The southern portion of this new 12-inch public

water main will be within the SDG&E utility corridor.
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10.

11.

12.

13.

14.

A combination of public and private water lines will serve the Ocean Kamp project to
supply the necessary flow and pressure for domestic demand and the required fire
hydrant flow. A private fire protection system is proposed only for the west side of the

development.

Each private fire service connection to the public water system shall include a double

check detector backflow assembly according to the City of Oceanside’s standards.

Each domestic water service connection will comprise a domestic water meter followed

by a reduced pressure principle backflow preventer assembly.

The proposed water systems are shown on Figure 4 which includes onsite public and
private water lines adequate to supply the domestic and fire protection needs of the

Ocean Kamp project.

The fire flow available to the project meets the City of Oceanside’s fire flow
requirement of 4,000 gpm for commercial areas and 3,000 gpm for residential areas

while maintaining a residual pressure of greater than 20 psi at all locations.

The Ocean Kamp development proposes to relocate the three water lines which are
currently within the Old Foussat Road alignment. The 30-inch and 24-inch
transmission mains will be relocated into Foussat Road to the west; the 12-inch

distribution line will be relocated into the onsite Loop Road.

This report presents the sizing and a general schematic layout of the proposed water
system. As part of the final design effort, the location of water lines, service laterals,

and water meters is to be in accordance with the City of Oceanside’s requirements.

For PVC pipe used for the water lines within the project, we recommend that 8-inch
through 12-inch diameter piping be in accordance with AWWA C900 DR18 Class 235.
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Thank you for the opportunity to assist with the water system planning for the Ocean Kamp
project. If you have any questions regarding the information presented in this report, please

do not hesitate to call.

Dexter Wilson Engineering, Inc.
Andrew Oven, P.E.
AQO:ah

Attachments

R ——————
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City of Oceanside - Water, Sewer, and Recycled Water Design & Construction Manual

SECTION 2 — POTABLE WATER SYSTEMS DESIGN GUIDELINES

2.1

GENERAL

A. All water works construction shall conform to the most recent edition of the City of
Oceanside’s Water, Sewer, and Recycled Water Design & Construction Manual.

B. If a conflict arises between the requirements in this manual, the order of precedence
shall take place:

a. Sections 1-4, Required Notes, & Appendix
b. Standard Drawings
c. Standard Specifications

C. If the standard that is sought does not appear in this manual, then the following

standards shall be utilized in the order listed:

1. State Water Resources Control Board — Division of Drinking Water

2. American Water Works Association (AWWA) Standards

3. San Diego County Regional Standard Drawings

4. Standard Specifications for Public Works Construction (SSPWC or

“Greenbook”), latest Edition.

Exceptions to this and all other guidelines appearing in this manual may be allowed
only upon the written approval of the Water Utilities Director.

B. All fire hydrants, blow offs, detector checks, air/vacuum assemblies, water sampling
stations, reduced pressure principle backflow (R.P.) devices, and meter services will
be located out of driveways, sidewalks, walkways, and/or any concrete structures. All
references to Section 3.15 of the Engineer’s Design and Processing Manual must
also be adhered to.

C. PVC per AWWA C-900 and C-905.

D. Transmission line construction materials shall be as determined by the Water Utilities
Director. For steel and ductile iron pipe, lay drawings must be submitted and
approved before ordering materials.

E. Pressure systems in excess of 200 psi may require specialized design and materials.

F. The construction of all water systems for fire protection, from the main line to the
double check valve shall be governed by this section. The City of Oceanside Fire
Department shall review and approve the underground fire systems from the double
check valve to the building.

G. Telemetry and Control equipment is required for:

1. Water Pump Stations

2-1
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City of Oceanside - Water, Sewer, and Recycled Water Design & Construction Manual

2.2

Pressure Regulating Stations
Pressure Relief Stations
Reservoirs

Wells

a > N

H. Demands:

1. Average daily water demands shall be:

LAND USE CATEGORY GALLONS PER
DAY/PER ACRE
Single Family Res. (1-2 DU/ac) 1,200
Single Family Res. (2-4 DU/ac) 2,100
Single Family Res. (4-8 DU/ac) 2,400
Single Family Res. (8-12 DU/ac) 2,500
Single Family Res. (12-15 DU/ac) 2,800
Single Family Res. (15-20 DU/ac) 3,200
Single Family Res. (20-30 DU/ac) 4,100
Agricultural Acres 1,750
Industrial Acres 2,000
Open Space Acres 1,300
Commercial Acres 1,850
Institutional Acres 1,675

DU — Dwelling Unit

2. Peak Factors:

a. Average Daily Demand ADD =1.00

b. Maximum Daily Demand MDD = 2.0*ADD

C. Peak Hourly Demand PHD =3.0*ADD
FIRE FLOWS

The City of Oceanside currently utilizes the latest edition California Fire Code (CFC)
requirements for determining fire flow requirements for buildings. The latest edition CFC
incorporates many factors in determining fire flows, such as building construction type,
building square footage, and fire protection systems. Several factors are combined to
determine the minimum required fire flow requirements.

Although General Guidelines contained in Table 2.1 represent typical fire flows for
various land use categories, minimum fire flow calculations are governed by the latest
edition CFC, Section 507, for each specific building type and construction.

The typical fire flow for the different land use categories are shown in the following
Table. All fire flows are measured with a 20-PSI Residual Pressure.

2-2
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City of Oceanside - Water, Sewer, and Recycled Water Design & Construction Manual

TABLE 2.1: General Fire Flow Guidelines

Land Use Design Fire Flow Duration Er?slgtlj?ei
Classifications (GPM) (HOURS) (PSI)
Residential - Single Family 1500 2 20
Residential - Multi-Family 3000 2 20
Commercial 4000 4 20
Industrial 4000 4 20
Governmental - Institutional 4000 4 20

All new developments that are required to have a fire suppression system shall have the
system approved by the Fire Marshall. Sprinkler calculations shall be provided to the
Fire Department for review and to verify the fire service connection and backflow
assembly is properly sized.

2.3 PRESSURES

A. Minimum residual pressure shall be 20 PSI at design fire flow plus maximum day
domestic demand.

B. Minimum residual pressure shall be 35 PSI at peak hour domestic demand.

C. Minimum residual pressure shall be 45 PSI at peak day.

D. When static pressures exceed 80 PSI at property line, pressure-reducing valves will
be required at the building. The pressure regulator shall be Class 150 or greater.

E. All new single-family residential water service in each pressure zone shall be
provided with a minimum static pressure of 50 PSI at the water meter.

2.4 MAINS

A. Minimum diameter shall be 8 inches.

B. All mains not meeting the minimum main diameter and material requirements shall
be replaced to meet current design standards. This is applicable for all new
commercial, industrial, institutional, and residential developments of four (4) units or
more. Where the full replacement length along the frontage property is deemed in
excess of the overall project cost, the developer may pay an in-lieu fee upon the
approval of the Water Utilities Director.

C. Alllines are to be looped.

D. Minimum depth of cover required:

1. 36 inches for 12-inch mains and smaller.
2. Mains over 12 inches require special design.
E. Design shall be based on maximum day requirements plus fire flow. Maximum

velocity shall be 7.5 FPS not including fire flow.

2-3
Approved 08/01/17



City of Oceanside - Water, Sewer, and Recycled Water Design & Construction Manual

2.5

F. For fire flow conditions, velocities shall not exceed 15 FPS for less than 12-inch
existing mains, and velocities shall not exceed 10 FPS for 12-inch existing mains and
above. For new mains, velocities shall not exceed 10 FPS with the fire flow demand
flowing through one hydrant.

G. Thrust blocks shall be installed in accordance with Standard Drawing W-27. When
water pressures exceed 200 PSI and/or soil-bearing pressures are less than 2000
PSF a special design shall be required by a Registered Civil/Structural Engineer.

H. All mains shall be shown in profile on the improvement plans.

I. All water mains not located within the Public right-of-way shall be provided with a
minimum 20-foot wide water easement. In some cases, a wider easement may be
required, as determined by the Water Utilities Director.

J. Where water and sewer mains are located within the same easement, the minimum
easement size shall be 30 feet wide.

K. Easements shall be easily accessible to City maintenance equipment. Access shall
be unobstructed with all-weather driveways and capable of withstanding a 40 ton
load.

L. No trees, plantings, fences, structures, or building overhang shall be located within
City easements.

M. Homeowners who purchase property containing a City easement will be responsible
for the maintenance of that easement property.

N. No building foundations will be allowed within 10 feet of the outside edge of a City
easement.

O. The shortest pipe length shall be no less than 6 linear feet.

VALVES

A. Maximum valve spacing:

1. 500 feet in residential areas and high-point areas.
2. 1,000 feet on arteries and secondary feeders, supply lines and combination
arteries and supply lines.

B. Valve locations: as required by the Water Utilities Director.

C. Butterfly Valves shall conform to the “Standard for Rubber Seated Butterfly Valves”,
per AWWA C-504, as last revised and shall be tested and certified with the valve
actuator installed on the valve.

D. Gate Valves sizes 3 inches through 12 inches shall conform to the “Standard for

Resilient Wedge Gate Valves for Water and Sewerage Systems”, per AWWA C-509,
and C-550 for Interior Epoxy coating, and C-110 for Ductile Iron 250 PSI, latest
revision. Gate valves shall be as described in Section 2.12.
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APPENDIX C

COMPUTER MODELING RESULTS

WATER SYSTEM ANALYSIS

COMPUTER RUNS

NODE AND PIPE DIAGRAM

Exhibit A

DEMAND CONDITIONS MODELED:

© 0 N oo W

Average Day

Maximum Day

Peak Hour

Max. Day plus 4,000 gpm Fire Flow split between Nodes 35 and 39
Max. Day plus 4,000 gpm Fire Flow split between Nodes 41 and 43
Max. Day plus 4,000 gpm Fire Flow split between Nodes 45 and 47
Max. Day plus 3,000 gpm Fire Flow split between Nodes 11 and 13
Max. Day plus 3,000 gpm Fire Flow split between Nodes 17 and 19
Max. Day plus 3,000 gpm Fire Flow split between Nodes 69 and 71



EXHIBIT A

NODE AND PIPE DIAGRAM
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